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NOTES:

1  PROVIDE #4 BARS @ 12" O.C. BOTH WAYS IN 3,000 PSI CONCRETE ON COMPACTED BASE.

2  INSTALL 5/8 X 8' COPPER CLAD GROUND ROD WITHIN PRIMARY COMPARTMENT.

3  LEHI CITY POWER INSPECTION REQUIRED PRIOR TO CONCRETE PLACEMENT.

4 REQUIRED ACCESS CLEARANCE FOR BOTH SIDES AND REAR OF PAD 3 FT. MIN.

5  REQUIRED ACCESS CLEARANCE IN FRONT OF PAD 10 FT. MIN..
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